
Note: It is important NEVER to walk on top of a Bally ceiling that is not supported by interior steel or other temporary 
structural supports. Failure to support ceiling will cause joint failure and likely cause serious injury or death.
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INSTRUCTION MANUAL
Brace for Two-Tier Wall Panels with Suspended Ceilings

IM-248-86

Installing Wall Braces for Two-Tier Wall Panels with Suspended Ceilings

NOTE: 12-14 x 1½” LONG TEK SCREWS
SPACED EVERY 8" (28 REQUIRED PER BRACE)
ONE BRACE PER VERTICAL PANEL JOINT.
THESE BRACES ARE DESIGNED TO RESIST A
LATERAL LOAD ON THE VERTICAL PANEL OF 5 PSF
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